
January Troubleshooting Problem 
 
QUESTION: What is the next step you need to take to get this unit operating again? 
 
ANSWER: The next step to take in repairing this unit is to replace the Low Ambient Cut-
Out. Reading 24 volts across its terminals indicated that the switch was open when it 
should have been closed with the ambient temperature in the mid 80’s.  

 


